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STEAM TRAP MONITORING SYSTEM, INSULATION AND PIPING UPGRADES
STEAM TRAP DRAWING o | elev | TRAP MODEL MFG. & EQUIPMENT NG WORK TRAP TRAP REMOVE | REPAIR STEAM/| COLD Mmo_un_.%mo_w SERVICE m_._»mm<_u \ﬁmo RELOCATE | REMOVABLE | oo boc
TRAP TAG LOCATION REFERENCE NO. | AREA TYPE >_u_u. PIPE m_wm ' P IN SERVED COND REMARKS REQUIRED MONITOR REPLACE/ TRAP & CONDENSATE STEAM PIPE & VACUUM STRAINER CONDENSATE TRAPS TO INSULATION INSULATION MISC.
NO. LOCATION REPAIR PIPING LEAK TRAP UNIONS BREAKERS PIPE OUTSIDE AHUS JACKETS
4TH FLOOR BIOMED RM #4 AC210-214 AT W. WALL 3-4-2 . STEAM MAIN STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-75 FACE PLATE KIT. TRAP BY-PASS OUTLET UNION LEAKS
451 RISER DRIP 2 F 12 [3/4"NICHOLSON FTN-75 25 DRIP OKILK" | STEAM, REPAIR. NEW TAG. INSPECTED 8/9/12. X
452 LEVEL A CARES TOWER MECH RM AF-193 PRV HIGH 3-SB-5 5 D 9 3/4" SPIRAX TD52L 115 STEAM MAIN OK STEAM TRAP OK. WHEN WORN, REPLACE STEAM TRAP WITH 3/4" SPIRAX B1H-125 OR 3/4" ARMSTRONG #800-125 INVERTED BUCKET STEAM X X
PRESSURE DRIP DRIP TRAP. NEW TAG. INSPECTED 8/10/12.
LEVEL A CARES TOWER MECH RM AF-193 PRV LOW 3-SB-5
453 5 F 2 |3/4" SPIRAX FT-30 25 | STEAMMAIN OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/10/12. X
PRESSURE DRIP DRIP TRAP
CARES TOWER PENTHOUSE EQUIP RM PF104 3-PH-4 . STEAM MAIN
454 MEDIUM PRESSURE DRIP 4 F 3 3/4" SPIRAX FT-30 25 DRIP TRAP OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. NEW TAG. INSPECTED 8/10/12. X
CARES TOWER PENTHOUSE EQUIP RM PF104 LOW 3-PH-4
455 PRESSURE DRIP 4 F 3 3/4" TUNSTALL TA-FT3-15 8 mqmw_,m\___w\_zz OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-TA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/10/12. X
456 CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 4 F 3 |34" SPIRAX FT-15 g | STEAMMAIN OK | STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/10/12. SEE DWG. DEDUCT ALT.
HU1 & HU4. DRIP DRIP TRAP 4-0-6
- CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP OK. (STEAM TRAP INSIDE HUMIDIFIER).WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. SHOULD SEE DWG.
as7 HU4 CHAMBER #1 4 F 3 3/4" SPIRAX FT-15 &M HUMDIFIER OK HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP OK. (STEAM TRAP INSIDE HUMIDIFIER).WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. SHOULD SEE DWG.
458 HU4 CHAMBER #2 4 F 3 3/4" SPIRAXFT-15 &M HUMDIFIER OK HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP OK. (STEAM TRAP INSIDE HUMIDIFIER).WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. SHOULD SEE DWG.
459 HU4 CHAMBER #3 4 F 3 3/4" SPIRAX FT-15 &M HUMDIFIER OK HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
460 HU1 CHAMBER #1 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
461 HU1 CHAMBER #2 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP RM PF104 HU1 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
462 CHAMBER #3 4 F 3 | 3/4" SPIRAXFT-15 8M | HUMDIFIER CO | PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/10/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4
463 Q 4 F 3 3/4" SPIRAX FT-15 8 STEAM MAIN OK  |STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/10/12. SEE DWG. DEDUCT ALT.
HU2 & HU5. DRIP DRIP TRAP 4-0-6
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
464 HU2 CHAMBER #1 4 F 3 | 3/4" SPIRAXFT-15 8M | HUMDIFIER CO | PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
465 HU2 CHAMBER #2 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
] 406 HU2 CHAMBER #3 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
467 HU5 CHAMBER #1 4 F 3 | 3/4" SPIRAXFT-15 8M | HUMDIFIER CO | PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
468 HUS CHAMBER #2 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
469 HUS CHAMBER #3 4 F 3 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4
470 @ 4 F 12 3/4" SPIRAX FT-15 8 STEAM MAIN OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/13/12. X
HU3 & HU6. DRIP DRIP TRAP
ARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4
471 CARES TO OUSE EQUIP. ROO 0 4 F 7 3/4" SPIRAX FT-15 8 STEAM MAIN OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. NEW TAG. INSPECTED 8/13/12. SEE DWG. DEDUCT ALT.
HU3 & HU6. DRIP DRIP TRAP 4-0-6
CARES TOWER PENTHOUSE EQUI.P ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
arz HU3 CHAMBER #1 4 F 7 3/4" SPIRAXFT-15 &M HUMDIFIER CO PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
473 HU3 CHAMBER #2 4 F ! 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
ara HU3 CHAMBER #3 4 F 7 | 3/4" SPIRAXFT-15 8M | HUMDIFIER CO | PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
475 HU6 CHAMBER #1 4 F 2 3/4" SPIRAXFT-15 &M HUMDIFIER CcO PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
CARES TOWER PENTHOUSE EQUIP ROOM PF104 3-PH-4 . STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
476 HU6 CHAMBER #2 4 F 2 3/4" SPIRAX FT-15 M HUMDIFIER co PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCTALT.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 " STEAM TRAP COLD OUT OF SERVICE. (STEAM TRAP INSIDE HUMIDIFIER) .IF REQUIRED, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE SEE DWG.
art HU6 CHAMBER #3 4 F 2 | 3/4" SPIRAXFT-15 &M | HUMDIFIER CO | PLATE KIT. SHOULD HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEW TAG. INSPECTED 8/13/12. 4-0-6 DEDUCT ALT.
478 CARES TOWER PENTHOUSE EQUI.P ROOM PF104 3-PH-4 4 F 7 3/4" SPIRAX FT-15 8 STEAM MAIN OK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-15 FACE PLATE KIT. ELEVATED CONDENSATE. NEW TAG.
HX4 & HX3 SUPPLY DRIP DRIP TRAP INSPECTED 8/13/12.
CARES TOWER PENTHOUSE EQUIP ROOM PF104 3-PH-4 HEAT STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR KIT. HAS VACUUM BREAKER IN
479 HX3 HEAT EXCHANGER 4 F 3 2" SPIRAX FTB-30 25M |y CHANGER OK SHELL. CONDENSATE ELEVATED 12 FT WITH MODULATING CONTROL, SHOULD REPIPE FOR GRAVITY DRAINAGE. NEW TAG . INSPECTED X X
8/83/12.
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 HEAT STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP WITH 2" SPIRAX FTB-30 F&T STEAM TRAP REPAIR KIT. HAS VACUUM BREAKER IN
480 HX4 HEAT EXCHANGER 4 F 3 2" SPIRAX FTB-30 25M |y CHANGER OK SHELL. CONDENSATE ELEVATED 12 FT WITH MODULATING CONTROL, SHOULD REPIPE FOR GRAVITY DRAINAGE. NEW TAG . INSPECTED X X
8/83/12.
CARE.S TOWER PENTHOUSE EQUIP ROOM PF104 3-PH-4 . STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. CONDENSATE ELEVATED 9 FT WITH
481 UH-1 UNIT HEATER 4 F 12 [3/4" SPIRAXFT-30 25M | UNITHEATER OK | MODULATING CONTROL, SHOULD REPIPE FOR GRAVITY DRAINAGE. NEW TAG. INSPECTED 8/13/12. X X
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 . STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. CONDENSATE ELEVATED 9 FT WITH
482 UH-2 UNIT HEATER 4 F 12 [3/4" SPIRAXFT-30 25M | UNIT HEATER OK | MODULATING CONTROL, SHOULD REPIPE FOR GRAVITY DRAINAGE. NEW TAG. INSPECTED 8/13/12. X X
CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 . STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. CONDENSATE ELEVATED 9 FT WITH
483 UH-3 UNIT HEATER 4 F 12| 3/4"NICHOLSON FTN-30 25M | UNIT HEATER OK | MODULATING CONTROL, SHOULD REPIPE FOR GRAVITY DRAINAGE. NEW TAG. INSPECTED 8/13/12. X
484 CARES TOWER PENTHOUSE EQUIP. ROOM PF104 3-PH-4 4 F 18 3/4" SPIRAX FT-30 o5 STEAM MAIN oK STEAM TRAP OK. WHEN WORN, REPAIR STEAM TRAP TUNSTALL #1FP-SA-30 FACE PLATE KIT. CONDENSATE ELEVATED. NEW TAG. X
— END OF MAIN DRIP INSPECTED 8/13/12.
3RD FLOOR SURGICAL UNIT PRV H.P. DRIP UNDER 3-3-4 . STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFCE
485 GRATE S.W. WALL 4 B -3 3/4" NICHOLSON 81S-125 15 DRIP co AND BODY GASKET. NEW TAG. INSPECT 8/15/12. X
3RD FLOOR SURGICAL UNIT PRV L.P. DRIP S.W. 3-3-4 . STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-30 FACE PLATE
486 WALL 4 F 1 3/4" NICHOLSON FTN-30 25 DRIP CO  |KIT. NEW TAG. INSPECTED 8/15/12. X
3RD FLOOR SURGICAL UNIT HEAT EXCHANGER 3-3-4 " STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-30 FACE PLATE
487 SUPPLY DRIP 4 F 4 [3/4"NICHOLSON FTN-30 25 DRIP CO | KIT. NEW TAG. INSPECTED 8/15/12. X
3RD FLOOR SURGICAL UNIT HEAT EXCHANGER #2 3-3-4 HEAT STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH NICHOLSON #5818102 LEVER AND KIT,
488 4 F 3 2" NICHOLSON HC-030-H 25M |y CHANGER co THERMOSTATIC AIR VENT AND COVER GASKET. REPLACE 1/2" NICH N-125 STEAM TRAP INSTALLED IN SHELL WITH TUNSTALL VB-1/2 STEAM X
SERVICE VACUUM BREAKER. NEW TAG. INSPECTED 8/15/12.
3RD FLOOR SURGICAL UNIT HEAT EXCHANGER #1 3-3-4 HEAT STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH NICHOLSON #5818102 LEVER AND KIT,
489 4 F 3 2" NICHOLSON HC-030-H 25M |y CHANGER co THERMOSTATIC AIR VENT AND COVER GASKET. REPLACE 1/2" NICH N-125 STEAM TRAP INSTALLED IN SHELL WITH TUNSTALL VB-1/2 STEAM X
SERVICE VACUUM BREAKER. NEW TAG. INSPECTED 8/15/12.
490 3RD FLOOR SURGICAL UNIT S. WALL PRECISION 3-3-4 4 B 4 3/4" NICHOLSON 815.125 115 STEAM MAIN co STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH ARMSTRONG 811 PCA, 1/8" ORIFCE X
BOILER HIGH PRESSURE DRIP DRIP AND BODY GASKET. NEW TAG. INSPECT 8/15/12.
491 3RD FLOOR SURGICAL UNIT S. WALL PRECISION 3-3-4 4 B ) 3/4" WATSON MCD. 1031 com | STEAMMAIN co STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH ARMSTRONG 800 PCA, 7/64" ORIFCE X
BOILER MEDIUM PRESSURE DRIP : DRIP AND BODY GASKET. NEW TAG. INSPECT 8/15/12.
SRDFLOOR SURGIGAL UNIT S. WALL PRECISION 534 HEAT STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #9FP-HF-250. SHOULD
492 BOILER HEAT EXCHANGER 4 F 2 1.5" HOFF FT250-6 60M co ' . , Trmeo X X
EXCHANGER HAVE Y-STRAINER TO PROTECT STEAM TRAP. NEEDS VB-1/2 STEAM SERVICE VACUUM BREAKER. NEW TAG. INSPECTED 8/15/12.
] 3RD FLOOR SURGICAL UNIT S. AIR HANDLING UNIT 3-3-4 STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH NICHOLSON #5818101 LEVER AND KIT,
493 STEAM COIL 4 F 5 2" NICHOLSON HC-015-H 12M STEAM COIL co THERMOSTATIC AIR VENT AND COVER GASKET. HAS VACUUM BREAKER ON STEAM INLET SIDE, SHOULD BE ON STEAM OUTLET SIDE. NEW X
TAG. INSPECTED 8/15/12.
3RD FLOOR SURGICAL UNIT S. AIR HANDLING UNIT 3-3-4 . STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-30 FACE PLATE
494 STEAM SUPPLY DRIP 4 F 16 [3/4"NICHOLSON FTN-30 25 DRIP CO | KIT. NEW TAG. INSPECTED 8/15/12. X
3RD FLOOR SURGICAL UNIT MIDDLE AIR HANDLING 3-3-4 STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH NICHOLSON #5818101 LEVER AND KIT,
495 UNIT STEAM COIL 4 F 4 2" NICHOLSON HC-015-H 12M STEAM COIL co THERMOSTATIC AIR VENT AND COVER GASKET. HAS VACUUM BREAKER ON STEAM INLET SIDE, SHOULD BE ON STEAM OUTLET SIDE. NEW X
TAG. INSPECTED 8/15/12.
3RD FLOOR SURGICAL UNIT MIDDLE AIR HANDLING 3-3-4 . STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-30 FACE PLATE
496 UNIT STEAM SUPPLY DRIP 4 F / 3/4" NICHOLSON FTN-30 25 DRIP CO  |KIT. NEW TAG. INSPECTED 8/15/12. X
3RD FLOOR SURGICAL UNIT N. AIR HANDLING UNIT 3-3-4 STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH NICHOLSON #5818101 LEVER AND KIT,
497 STEAM COIL 4 F 4 2" NICHOLSON HC-015-H 12M STEAM COIL co THERMOSTATIC AIR VENT AND COVER GASKET. HAS VACUUM BREAKER ON STEAM INLET SIDE, SHOULD BE ON STEAM OUTLET SIDE. NEW X
TAG. INSPECTED 8/15/12.
3RD FLOOR SURGICAL UNIT N. AIR HANDLING UNIT 3-3-4 . STEAM MAIN STEAM TRAP COLD OUT OF SERVICE - NEW CONSTRUCTION. IF REQUIRED, REPAIR STEAM TRAP WITH TUNSTALL #1FP-SA-30 FACE PLATE
498 STEAM SUPPLY DRIP 4 F 16 [3/4"NICHOLSON FTN-30 25 DRIP CO  |KIT. NEW TAG. INSPECTED 8/15/12. X
NOTES: COLUMN REFERENCE NOTES:
(@  FURNISH AND INSTALL AN ACOUSTIC WIRELESS STEAM TRAP MONITORING SENSOR PER SPECIFICATIONS , SECTION 232213. ® FURNISH AND INSTALL NEW Y-STRAINERS BETWEEN SHUT-OFF VALVE AND INLET TO STEAM TRAP.
1. TRAPS NO. 456 THRU 477 SHALL BE PART OF DEDUCTIVE BID ALTERNATE
NO.1. SEE SPECIFICATION 01 00 00 PARAGRAPH 1.2 AND DWG. 4.06. @ REPLACE OR REPAIR STEAM TRAP IN ACCORDANCE WITH DESCRIPTION IN REMARKS COLUMN. @ REPIPE ELEVATED CONDENSATE PIPING AT LOCATIONS NOTED. SEE DETAILS ON DRAWINGS { 3-PH-4 | 4-02 | 4-03 | 4-04 | 4-05}
® REMOVE STEAM TRAP AND ALL ABANDONED CONDENSATE PIPING TO A POINT WHERE THE CONDENSATE LINE IS LIVE. CAP. @© DISCONNECT AND REMOVE EXISTING CONDENSATE LINES DISCHARGED INTO DRAIN. FURNISH AND INSTALL NEW CONDENSATE LIFT PUMPS AND CONNECT TO NEARBY CONDENSATE DRAIN LINE.
) @ REPAIR STEAM/CONDENSATE LEAK IN ACCORCANCE WITH DESCRIPTION IN REMARKS COLUMN. INSULATE ALL BARE STEAM & CONDENSATE PIPING WITHIN AIR HANDLING UNIT.
@ FURNISH AND INSTALL REMOVABLE INSULATION JACKETS AT LOCATIONS TAGGED AND NOTED ON THE SCHEDULE ON DRAWINGS { 2-13| 2-14 }.
G COLD STEAM TRAPS: REPAIR THE VALVES, CONTROLS ETC. AS DESCRIBED IN THE REMARKS COLUMN. INVESTIGATE AND DETERMINE THE REASON FOR ANY OTHER NON-FUNCTIONING STEAM TRAP
THAT WERE FOUND TO BE COLD. FIX ALL ITEMS FOUND TO BE NEEDING REPAIR. (FOR PURPOSES OF THIS BID ASSUME THE CONTROL VALVES REQUIRE REPAIR OR REPLACEMENT.) @ FURNISH AND INSTALL PIPE INSULATION AS DESCRIBED IN SCHEDULE ON DRAWINGS { 2-13| 2-14 }.
©® REPLACE THE EXISTING COPPER PIPING WITH NEW STEEL PIPE AND REPLACE THE EXISTING DIELECTRIC UNIONS AND NIPPLES WITH EQUIVALENT SIZES. SEE THE REMARKS COLUMN FOR REQUIRED @® MISCELLANEOUS
WORK. SEE THE SPECIFICATIONS FOR THE REQUIRED MATERIALS AND FITTINGS. INSULATE ALL NEW & EXISTING BARE PIPE.
@ FURNISH AND INSTALL NEW STEAM VACUUM BREAKERS IN ACCORDANCE WITH THE REMARKS COLUMN.
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